
SPECIFICATIONS

DULUTH, MINNESOTA

PADMOUNT TRANSFORMER

CONCRETE BASE SPECIFICATION

100-250kVA SINGLE PHASE
xfmr_Pad_9232_10-31-11
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PRIMARY CONDUITS PROVIDED BY
MINNESOTA POWER AND INSTALLED
BY CONTRACTOR

INSTALL #3 OR LARGER REBAR
ON 8" CENTERS BOTH WAYS;
DOUBLE ALONG EDGE; WIRE TIE
ALL CROSSINGS
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27"

48"

15"

10.5"

4" MIN.

8"

OPTIONAL
TRANSITION/METER CABINET
BY CUSTOMER/CONTRACTOR

SERVICE ENTRANCE CONDUIT
AND CONDUCTORS BY
CUSTOMER/CONTRACTOR

1" TO 2" ABOVE GRADE
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